NOTES

All service conductors and service switches shall be 100 amp. capacity.
“’rﬂ" 1 2. All components on 120/240 volt circuits shall be rated for 600 volt
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From Photo Electric Cell 8 — 4. See T.S. 3-12 for details on Pan and Jack Mounted Components.
To Photo Electric Cell 5. All components shall be interior mounted.
LIGHTING 6. All live electrical components shall be protected by a dead-front
CONTROL panel which conforms to the NEC, see specifications.
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